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  Potential issue with the NTN458SB/SC Eltek rectifier being shipped with the AC shorting jumpers pre-installed.

                                         __________________________________________

Notice:                                 |         

BULLETIN ID: | 2006006821, Rev  3

This bulletin [replaces] bulletin       |______________________|___________________

2006006821.2. This update                |           

PUBLISHED: | April 03, 2007

has been issued to communicate some     |______________________|___________________

new information regarding the issue.    |              

STATUS: | Active

                                        |______________________|___________________

                                        |              

REGION: | 

                                        |______________________|___________________

                                        |            

PRIORITY: | Critical

                                        |______________________|___________________

                                        |                

TYPE: | Alert

                                        |______________________|___________________

Reissue Reason:  To continue to alert field installers of potential issue.

Background: Nortel would like to inform installers of a potential issue with the NTN458SB and/or NTN458SC Eltek rectifier. There is a  possibility that Eltek has shipped the rectifiers with AC shorting jumpers installed in the AC terminal block.

Analysis:  Nortel would like to inform installers of a potential issue with the NTN458SB and/or NTN458SC Eltek rectifier. There is a  possibility that Eltek has shipped the rectifiers with AC shorting jumpers installed in the AC terminal block.

Recommendations:  If the jumpers are present they must be removed prior to applying power.

Required Actions:  See the attachment for detailed instructions for the removal of the shorting jumpers.

Attachments:  No Attachments

Products and Releases:

The information in this bulletin is intended to be used with the following 

products and associated releases:

 _______________________________________________________________________

PRODUCT_____________________________|______

RELEASE________

|_ Optical- Metro 3000- Optical Metro 3500_____________|_ ___

                                      _____________________________________________ 

                                     |________Reference ID:_|_____________

                                     |___PRE-REQUIED PATCH:_|_____________

                                     |____________PATCH ID:_|_____________

                                     |_____________________________________________ 

To view the most recent version of this bulletin, access more technical 

documentation, search our knowledge base, open a service request online, or 

contact a Technical Support representative, please visit Nortel Technical 

Support on the web at:  http://www.nortel.com/support. You may also sign up 

to recieve automatic email alerts when new bulletins are published.
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